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VERTICAL
SEPARATION

HORIZONTAL
SEPARATION

LEGEND

E – ELECTRIC
G – GAS
T – TELEPHONE

W – WATER

12” 

MIN.

12” 

MIN.

12” 
MIN.

12” 
MIN.

NOTES:

1. Horizontal separation is 12 inches.  This dimension may be reduced to 6 inches minimum in Missouri providing all
parties are in agreement to this reduction.

                                                     ( DERIVED FROM CONSTRUCTION STANDARD 59 40 00 44 )


